
36” - 44”
above
finished
grade 36-inch minimum

Riser

One-way Swing Check Valve

Supply Flow

Post
Indicator
Valve

Fire Department
ConnectionOPEN

Swing Check Operation Policy

Specifications
1.  Measurements MUST be exact and will be subject to a field inspection
2.  A blue reflective marker must be in place to identify location
3.  See CVFD Policy 3104.00

Check Valve

CHULA VISTA FIRE DEPARTMENT
FIRE PREVENTION DIVISION
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